The analysis of actual distribution systems with penetration of distributed generation requires powerful tools with capabilities that until very recently were not available in distribution software tools; for instance, probabilistic and time mode simulations. This chapter presents the application of parallel computing to the allocation of distributed generation for maximum reduction of energy losses in distribution system when the system is evaluated during a given period (e.g., the target is to minimize energy losses for periods equal or longer than 1 year). The simulations have been carried out using OpenDSS, a freely available software tool for distribution system studies, when it is driven as a COM DLL from MATLAB using a multicore installation. The chapter details a MATLABOpenDSS procedure for allocation of photovoltaic (PV) generation in distribution systems using a parallel Monte Carlo approach and assuming that loads are voltage-dependent. The main goals are to check the viability of a Monte Carlo method in some studies for which parallel computing can be advantageously applied and propose a simple procedure for minimization of energy losses in distribution systems.
Introduction
Distributed generation (DG) can provide backup power, support voltage, reduce losses, improve local power quality and reliability, provide ancillary services, and defer distribution system upgrade [1] [2] [3] . Modeling of renewable generation raises several challenges, since capabilities for representing intermittent generators, voltage-control equipment, or multiphase unbalanced systems are required. In addition, studies of systems with intermittent nondispatchable resources must be based on a probabilistic approach and calculations Several strategies have been proposed to optimally allocate DG; for instance, loss minimization [8] , system update minimization [9] , risk minimization [10] , or DG capability minimization [11] . A significant activity has been dedicated to this purpose during the last decade; for a summary of the works related to optimum allocation of DG, see references [12] and [13] .
Although some works have been made in this field using probabilistic methods [14, 15] , not much has been done with a full model of the distribution system (e.g., a multiphase model including load and generation). A Monte Carlo method is a natural approach when uncertainties are involved and some variables are random/intermittent. However, the application of a pure Monte Carlo method can be time consuming if many DG units have to be allocated in large distribution systems. Multicore computers and software that take advantage of their capabilities can be used to significantly reduce the computation time.
This chapter presents a procedure based on a parallel Monte Carlo method for estimating the size and location of PV generators that can minimize distribution energy losses during a period of time, assuming voltage-dependent loads.
Two evaluations are considered in this chapter:
1. Short-term evaluation: The size and location of generators are estimated in order to minimize distribution energy losses during 1 year. If more than one generator is to be connected, then all generators are simultaneously connected at the beginning of the year.
Long-term evaluation:
The size and location of generators are estimated in order to minimize distribution system losses during a period longer than 1 year. In this chapter, the evaluation period will be 10 years; up to six generators will be connected, and their connection will be sequential (i.e., one generator will be connected at the beginning of consecutive years during the first 6 years).
Section 2 presents the test system studied in this chapter. The procedure developed for shortterm evaluation (i.e., minimization of energy losses during 1 year) is detailed in Section 3. The section includes a description of the Monte Carlo approach, its implementation for a multicore environment, and the results obtained when up to four PV generators are allocated. The section also proposes a refinement of the Monte Carlo method aimed at reducing the number of runs and therefore the computing time. Section 4 details the procedure developed for long-term evaluation (i.e., minimization of energy losses during 10 years) when up to six PV generators are to be sequentially connected. A simplified method for energy loss minimization will be presented in Section 5. Finally, a summary of the main conclusions derived from results presented in this chapter and other works by the authors is presented in Section 6. Figure 1 shows the diagram of the test system. It is a three-phase 60-Hz single-feeder distribution system with a distributed load. The model includes the substation transformer and a simplified representation of the high-voltage system. The system tested is a 500-node radial configuration feeder with the following characteristics:
Test system
• Total feeder length: 30,000 ft.
• Number of nodes: 500 (i.e., section length = 60 ft).
• Node load = 9 kW, pf = 0.9 (lg) (i.e., total load = 4500 kW).
The phase conductors of the line are in a flat configuration, and the normal thermal limit is 400 A, with an emergency limit of 600 A. The studies have been carried out with the PV generator model presented in [16] . For the current study, a PV generator is connected to the system through a step-up interconnection transformer (see Figure 2) . The rated power of the interconnection transformer is chosen once the rated power of the PV generator/plant has been selected; it is rounded in steps of 50 kVA, and, by default, the short-circuit impedance is 6%. The X/R ratio is 6. Table 1 summarizes the information used to obtain PV generation curves. The implemented procedure will be used for obtaining the allocation of PV generators when considering that the shape of each node load is different (although the patterns will exhibit some similarities during the day hours and the week days), the generators only inject active power, and their generation patterns are the same. All node load profiles and PV generation curves have been created using the algorithms presented in [17] . The radial feeder configuration has been chosen because the solution to this problem is well known when the load is constant, voltage independent, and uniformly distributed. The optimum allocation of capacitor banks in a distribution feeder with uniformly distributed load has been thoroughly analyzed [18] . The analysis is similar when the goal is to minimize losses by installing generation units that only inject active power [8] . This system configuration can be useful for validating test cases whose results are obtained by means of a Monte Carlo method [19] .
Maximum reduction of energy losses--short-term evaluation

Introduction
This section presents the application of a Monte Carlo method to the estimation of the size and location of the PV generators that will minimize energy losses in distribution systems during 1 year without including substation losses. The section details the method, its implementation in a MATLAB-OpenDSS environment, and its application to the test system presented above using single-core and multicore computations. Later, a refinement of the Monte Carlo for multicore computation aimed at decreasing the computing time is proposed.
Application of the Monte Carlo method
A 1-year evaluation period has been considered for short-term evaluation. The study is carried out assuming that generation units will be simultaneously connected at the beginning of the evaluation period, taking into account some operational constraints (e.g., there are a thermal limit for each system line section and a maximum voltage that should not be exceeded).
Input data for the present study includes system parameters and time variation of loads and generations. Random variables to be generated during the application of the Monte Carlo method are locations and sizes of the generation units. This latter aspect can be rigorously made by considering that the generation pattern depends on the area/node where the generator is located. In this chapter, generation units are PV arrays that only inject active power into the system. It is also assumed that the solar radiation is the same for each generator.
The procedure has been implemented taking into account certain rules when choosing locations and sizes for the generators. The rules as well as the general procedure used in this work for short-term (1 year) evaluations are detailed below [20] :
1. PV generators can be connected to any system node. The locations to which generators will be connected are determined by generating as many uniformly distributed random values as units to be allocated.
2.
Once the locations are known, the rated power values are determined. Beforehand, the user has to fix the maximum generation power that can be connected to system nodes taking into account some constraints (e.g., the maximum thermal limit of feeder sections).
Remember that all line sections are equal in the test system. This step is carried out as follows:
• When only one generator is to be allocated, the maximum rated power is determined according to the following steps: (i) calculate the maximum noncoincident active power (i.e., the active power value that results from adding the active rated power of all load nodes); (ii) check the maximum power that can be carried by the feeder sections; (iii) compare the previous power values and choose the minimum one; this will be the maximum rated power a generation unit can be assigned during the Monte Carlo execution. Then generate a random number uniformly distributed between 0 and 1, and multiple it by the above value.
• When two or more units are to be installed, the following changes are introduced in the procedure:
• Generate an independent uniformly distributed random value for the initial rated power of each generation unit using the maximum rated power fixed for every node as the upper end point of each uniform distribution.
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• Compare the maximum rated powers for all the chosen locations and choose the maximum value, P DG_MAX .
• Generate the penetration factor as a uniformly distributed random number between 0 and 1. Multiply the maximum value found in the previous step by this penetration factor; the result will be the overall rated power of distributed generators.
where NG is the number of generation units under evaluation, P DG_i is the rated power of unit i, pf is the penetration factor, and P DG_MAX is the maximum DG-rated power found in the previous step.
• Calculate the scale factor, sf, from the initial rated powers as follows:
where P DGinit_i is the initial rated power for unit i.
• Obtain generator-rated powers by scaling initial rated powers:
Note that the order in which random values for locations and rated powers are generated matters: first, the location nodes; afterwards, the rated powers.
3.
Perform the load flow calculation. Neglect a case if one of the following conditions is satisfied: (i) the voltage at one node exceeds the fixed maximum value; (ii) the current through one or more system sections is above the thermal limit.
4.
Stop the procedure when the specified number of runs or samples (according to the terminology of the Monte Carlo method) is reached.
The combination of rated powers and locations that produces the minimum energy losses and meets the technical constraints will be selected as the solution. The number of executed runs must be large enough to ensure that the estimated solution is near enough to the global minimum. In this work, it is assumed the method has converged when the variations of the estimated minimum of system energy losses are within a margin of 1%.
Implementation of the procedure
The procedure has been implemented in OpenDSS, a simulation tool for electric utility distribution systems, which can be used as both a stand-alone executable program and a COM DLL that can be driven from some software platforms [21] . In this study, the program is driven from MATLAB, which is used to calculate the random variables and control the execution of the procedure. The implementation of the procedure, when using parallel computing, is schematized in Figure 4 , and is valid for any number of cores. MATLAB capabilities are used to distribute Monte Carlo runs between cores. The implementation of the procedure for any number of cores is based on the library of MATLAB modules developed by Buehren [22] . Load and intermittent solar generation curves were generated by means of the algorithms detailed in [17] . Table 2 summarizes the operating conditions in the system before any generation unit is connected. Three different models are used to represent loads (constant power model, constant impedance model, and ZIP model). The ZIP load model is defined as a combination of constant power, constant current, and constant impedance load models [23] . When this model is used, weighting factors are assigned to specify active and reactive powers for each of these three components, being the sum of the weighting factors equal to unity for both active and reactive powers. For the present study, each load component has been assigned a weighting factor equal to 1/3 for both active and reactive powers; this means that 1/3 of the load behaves Energy Management of Distributed Generation Systemsrespectively as a constant power, constant current, and constant impedance load. For more details about component fractions and power factors of common actual loads, see [23] . The minimum voltage value in this system during the year of study is 0.9561 p.u. and occurs with the constant power load model.
Simulation results using single-core computing
Constant power load model Constant impedance load model ZIP load model
Energy from substation (kWh) 16 Table 2 . Short-term evaluation (1 year)--operating conditions without PV generation. Table 3 summarizes the results obtained after applying the procedure with different number of runs when allocating one, two, and four PV generators. The results presented in Table 3 were obtained by assuming a constant power load model. The maximum accepted voltage in the feeder for this and any other study presented here is 1.05 p.u. These results clearly prove that the number of runs has to be increased with the number of PV generators to be allocated. The results presented in Table 3 show clear tendencies for one and two generation units; they indicate that the number of executed runs is enough for these two cases. However, the values obtained for four units present important variations from one execution to another; this is an indication that more runs are necessary to identify the correct values or tendencies for locations and rated powers, although energy losses are within the desired margin (i.e., 1%). Figure 5 depicts the results corresponding to the allocation of one generation unit after 5040 runs. This figure illustrates the way in which minimum energy losses can be estimated. The complete results with the three load models are shown in Table 4 . A behavior similar to that obtained with the previous study can be identified: the results for one and two generation units show clear tendencies, but when allocating four units, the results are not conclusive and might require a higher number of runs. These results prove again that the number of runs has to be increased with the number of generation units to be allocated. The differences between energy loss values obtained with different numbers of runs are very small in all studies (always within the 1% margin); therefore, it can be expected that the global minimum will not present a significant variation with respect to the values found here. It has been discussed that more runs are required to establish a well-defined tendency for more than two generation units; however, one must consider if the increment in computational time is justified when assessing the improvement in energy losses obtained with a larger number of runs. Some interesting conclusions are derived from the comparison of these results with those obtained in Ref. [19] . Although the test system and load are the same in both studies, there are some differences in sizes and locations of the PV generators to be allocated; for instance, the difference between the sizes of the generators obtained in both studies when only one unit has to be allocated is about 25%.
One PV generator
There are several reasons for these differences:
• The target in [19] included the energy losses in the substation transformer, while the target in this chapter is to minimize energy losses in the feeder, without including substation losses. This is obviously an important reason to obtain smaller size values in the current study.
• The model used to represent PV generation is different in both studies. Reference [19] was based on a basic generator model represented only by the active and reactive powers it injects into the grid, while the current study is based on a more detailed custom-made PV generator model that is an expanded version on that available in OpenDSS [16] . Take into account that the new PV generator model includes the interconnection transformer, in which some losses are always caused.
• The results obtained in [19] were derived by means of curve shapes obtained from HOMER [5] , while the results presented here are based on algorithms developed for OpenDSS application [17] . Although PV generation curves obtained with HOMER and with the MATLAB application developed by the authors are very similar, the solar resources (i.e., information like that in Table 2 ) are different in both studies. In addition, discrepancies are significant in the load curves. The load curve shapes obtained with the algorithm presented in [17] were derived from actual measurements that could be considered as representative of some types of loads (e.g., residential, commercial).
Somehow, this discussion supports important conclusions: the results are very much dependent on the component models, and the allocation of generation units must be based on the minimization of energy losses, not on power losses. The results can be different even when load ratings are equal and if the load shapes are different (e.g., same ratings but different time variation).
Simulation results using multi-core computing
A very important aspect to consider is the reduction of time that can be achieved when using a multicore installation. Table 5 provides the computing times that are required for simulating the test system when only one unit has to be allocated, as well as the corresponding energy losses, using single-core and multicore computations. As expected, the achieved reduction of simulation time is significant and almost proportional to the number of cores. Figure 6 illustrates the way in which the Monte Carlo method can be applied to this particular study when only one generation unit has to be connected [19] . Every cross within the square is a combination of the two random numbers that are generated for each run: the distance with respect to the origin of the feeder at which the generation unit is to be connected, and the corresponding rated power. Remember that the result of concern for the present study is the energy loss obtained with each combination of values.
Refinement of the Monte Carlo method
According to the results presented in Figure 5 and Table 4 , not much difference between energy loss values should be expected when the combination of the two random values gives a point that is closely located to a previously simulated point that is not far from the minimum. Therefore, during the generation of random values, these cases do not need to be simulated; so, the number of runs can be significantly reduced. The goal now is to check how much accuracy is lost and how much reduction of time is achieved by neglecting some runs. The approach is similar when more than one generation unit has to be connected. In such a case, all combinations located within a Euclidean distance equal or shorter than R are discarded.
Once some runs have been already computed and simulated, the combination of random values corresponding to run k is not simulated when the following condition is fulfilled:
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where x ij-ik is the distance in percent between the location of the unit i corresponding to j runs (previously simulated) and unit k, and p ij-ik is the distance in percent between the rated powers of the unit i corresponding to j runs and unit k. R in this work will be 5%. When more than one unit is being allocated, the calculation of the minimum Euclidean distance between the combinations of random values corresponding to two different runs is not obvious, since the order in which generation units are numbered does not have to be same when comparing two different runs. In addition, expression (4) has to be checked with respect to any previous combination, which can be time-consuming. A solution to this problem was proposed in [19] . Although some differences between location and power values between the two approaches are very significant, the energy losses obtained when applying the new method are basically the same as that were obtained with the original method. These differences can be justified by looking at the energy losses obtained when a single generation unit is to be allocated (see Figure 5 ). The surface shown in the figure is very smooth around the minimum, so the difference between energy losses even for nonsmall deviations with respect to the minimum will not be very significant. Note also that the ratio between simulation times with both methods is about 15 when one unit has to be allocated and about 2 when the number of units is four. Table 6 . Simulation results using a refined Monte Carlo method.
Maximum reduction of energy losses--long-term evaluation
This section presents the results derived from a long-term study aimed at estimating the size and location of PV generators when the target is to minimize the energy losses and the generators are sequentially connected. Figure 7 shows the variation assumed for the total load during the evaluation period. A different variation for each node load and even negative variations have been assumed. Table 7 shows the year of connection for each PV generator. 
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•, Year of connection; X, considered for optimization; -, not considered for optimization. Table 7 . Scenario for long-term evaluation.
The main aspects of the study are summarized below:
• Up to six PV generators will be connected to the test system.
• The optimization period every time a PV unit is added to the system is 5 years. That is, the target upon which the locations and rated powers of the units are selected is the minimization of energy losses during 10 years, taking into account that every unit is connected at the beginning of a year, and its size and location are selected to minimize energy losses during 5 years. According to this, if a unit is connected at the beginning of year 3, the energy losses to be accounted for are those caused from the beginning of year 3 till the end of year 7 (see Table 7 ).
The energy losses that correspond to the entire period of evaluation (i.e., 10 years) without PV generation and considering the three types of load models are as follows:
• Constant power load model: 1,950,262.8 kWh.
• Constant impedance load model: 1,803,067.9 kWh.
• ZIP load model: 1,873,210.8 kWh.
The minimum voltage value during this period is 0.9423 p.u., and occurs again when loads are represented by the constant power model. Table 8 shows the results obtained upon the application of both the conventional Monte Carlo and the refined methods during the period of evaluation (e.g., 10 years). The number of runs to be used every year a PV generator is connected is based on the experience obtained with the previous study. As shown in Table 6 , when one generator is to be connected, 5040 runs will usually suffice. Table 9 . Long-term evaluation--total generation and energy loss reduction.
The maximum coincident active power measured at the substation terminals for each load model during the period of study is as follows: (1) constant power model = 4021.5 kW, (2) constant impedance model = 3753.5 kW; (3) ZIP model = 3879.7 kW. After connecting six generation units, the total rated power of all PV generators is less than 75% of the maximum coincident power of the system at the end of the period.
From the results presented in Table 8 , one can observe that the maximum rated power of a generation unit is below 2500 kW with all load models. This maximum can be accepted according to the interconnection policies adopted by many utilities. However, it can exceed the limit adopted by other utilities (see for instance [24] ); in such a case, the procedure should be modified to include that limit in calculations.
To understand these results, it is important to keep in mind that once one unit has been allocated, the location and the rated power of the subsequent units are selected by discarding the nodes to which units previously allocated were connected and taking into account the maximum rated power that results after subtracting the rated power of the allocated generators from the total feeder power. Figure 8 shows the rated power of the generation units to be connected every year and the cumulative reduction of energy losses, not the yearly reduction, derived from the conventional Monte Carlo method. As expected, the larger values of the rated powers correspond to the first units to be allocated, that is, the rated powers of the unit to be connected at the beginning of year 1 are larger than the rated powers of any unit to be connected in subsequent years, regardless of the load model. However, due to the yearly variation of loads, the rated power of the new PV generator will not be always smaller than any other PV generator in operation, because the energy losses to be compensated for a certain 5-year term could be larger than for a previous term. The total power to be allocated is similar for a given model when using either the conventional or the refined method: differences are below 4%. However, differences are larger when comparing the individual rated power values derived from the conventional and the refined methods. A reason for this is discussed in the next section.
As with the short-term evaluation, the highest reduction of energy losses corresponds again to the constant power load model, while the lowest generation is required when the load is represented as constant impedance. As for the reduction of energy losses, the resulting values are different for each load model, and although differences are not too large they cannot be neglected. In addition, the resulting energy losses are basically the same with the two approaches. This supports the conclusion that a quasi-optimum solution can be reached by considering different combinations of locations and rated powers, because the minimum of energy losses is not very sensitive with respect to rated powers and locations of generators.
From the simulation times presented in Table 8 , it is evident that a significant reduction in the CPU (central processing unit) time can be achieved by using the refined approach.
The behavior of the energy loss reduction factor deserves some special attention. Figure 8 shows the energy loss reductions that are obtained at the end of a given year, considering the reduction caused from the beginning of the period. One can note that the total reduction at the end of the studied period is not too large--less than 20%. There are several causes that justify this quantity. Since PV generators inject only active power, energy losses caused by the reactive component of load currents are not compensated. On the other hand, the nature of the solar resource causes that the connected PV generators will not inject power during many hours of the day and the injected power during other hours will be below or far below the maximum value the PV generators can inject. Finally, since the minimization period is 5 years and the load will be higher at the end of this period, the selected rated power will be such that the unit will overcompensate active load during the first years and undercompensate during the last years.
One can also observe that the reduction of energy losses continues after the last PV generator has been connected. Remember that the last unit is connected at the beginning of the sixth year, and its rated power is selected to minimize losses until the end of the tenth year. However, one can also observe that the cumulative energy loss reduction factor continues increasing after the optimization period (i.e., after the year 10).
As proved in [20] , the cumulative energy loss reduction factor one year after the optimization period will exceed the cumulative energy loss reduction factor at the end of the optimization period, if the energy loss reduction factor of that year exceeds the cumulative energy loss reduction factor at the end of the period. That is, the cumulative factor will continue increasing while the energy loss reduction factor corresponding to 1 year is larger than the cumulative factor at the end of the previous year. For the test system, the cumulative energy loss reduction factor with a constant power load model at the end of the optimization period is about 18.4% (see Table 9 and Figure 8 ), while the energy loss reduction factor during the subsequent year (i.e., year 11) is above 18.4%; therefore, if no more generation units are connected, the trend will continue until the year at which the cumulative energy loss reduction factor exceeds the energy loss reduction factor corresponding to that year.
It can be assumed that the reduction of energy losses could be larger if the number of units to be connected was higher; however, the present study is not aimed at estimating the number of units that could achieve the maximum reduction of energy losses. In any case, it is worth mentioning that the reduction of energy losses that can be achieved with more than four units is very small with respect to that achieved with four units [20] .
Maximum reduction of energy losses--a systematic approach
The application of the refined Monte Carlo method has significantly reduced the simulation time, and it has provided energy loss values that are very close to those obtained with the conventional Monte Carlo method. The values were obtained by using R = 5%; see Section 3.6.
Consider the case when only one PV generation unit has to be allocated. If R = 5%, then the calculations could be carried out by following a systematic method instead of a statistical method, that is, only 20 values should be considered for both the rated power of the generator and the location node. In other words, 400 runs in which values are systematically calculated and combined would be enough to obtain results equal or very similar to those derived from the conventional and the refined methods (see Subsection 3.6).
Note, however, that if the systematic method is applied when two units have to be allocated, then 160,000 (i.e., 20 × 20 × 20 × 20) runs would be respectively required, since four variables must be estimated for each case. Obviously, the systematic method would not be a solution when two or more units are to be allocated. This is in accordance to what was concluded from the results shown in Tables 3 and 4 : many more runs than those applied when four units had to be allocated were needed.
The systematic method can be a potential solution for long-term evaluation when PV generation units are sequentially allocated (see Section 4) . Tables 10 and 11 show the results obtained for an evaluation of 10 years when up to six units are sequentially connected. Some interesting conclusions can be derived from these results:
PV generator
• Although a systematic procedure (i.e., without generation of random quantities) is applied, the simulation times shown in Table 10 are longer than those shown in Table 8 with the Energy Management of Distributed Generation Systemsrefined method. This is due to a simple reason: when using the refined method, together with a value or R = 5%, the total number of runs is less than 400. For instance, when the load is modeled as a constant power, the number of runs needed to obtain the values shown in Table 8 was respectively 257, 145, 137, 132, 135, and 128.
• The rated powers presented in Table 11 are larger than those obtained with the refined method (see Table 9 ); the largest difference between values presented in both tables is more than 9%. However, the reduction in energy losses that is achieved after the 10-year period is basically the same with the refined method and the simplified systematic approach; the largest difference between the energy loss reduction values corresponding to each load is less than 1.5%.
• Although size and location values for the first unit are the same with the three load models, the results derived for the subsequent units exhibit some important discrepancies.
• As with any previous study, the highest reduction of energy losses corresponds to the constant power load model, while the lowest generation is required when the load is represented as constant impedance. Table 11 . Long-term evaluation--total generation and energy loss reduction--simplified method.
Load model Total generation (kW) Cumulative energy loss reduction (%)
A simple conclusion can be derived from this and the previous studies: a refined Monte Carlo method can be accurate enough if the goal is to estimate the minimum energy losses. If the goal includes also an accurate estimation of sizes and locations, then a conventional Monte Carlo method with a good convergence criterion should be applied. Obviously, a simple way to increase the accuracy with size and location values is to decrease the value of R; however, as discussed above this can be a too demanding approach if more than one unit is to be allocated.
Although the systematic method and the refined method have both been applied here by setting the Euclidean distance at 5% without any further justification, the fact is that some simple rules can be used to select a reasonable value and then decide whether any of these approaches is worth applying. Consider the operating conditions of the system studied in this chapter. The maximum power to be allocated cannot exceed the total load (i.e., 4500 kW). A 5% of 4500 is 225 kW, and a 5% of the power to be allocated after the first unit has been selected is about 125 kW (i.e., 5% of about 2475 kW). If the rated power of units to be selected is expected to vary in steps of 50 kW, then the 5% rule is not the adequate one; it should be reduced and the number of runs increased, at least for the first units. A similar reasoning could be followed with the location nodes. If line/cable lengths of the test system are too long, then it would be advisable to reduce the value of R. This basically means that the accuracy of the refined and the systematic methods can be predicted, and their application is limited by the topology and operating conditions of the test system.
Conclusions
This chapter has presented a procedure based on a Monte Carlo method for maximum reduction of energy losses using multicore computation. The procedure has been developed to cope with short-term and long-term evaluation periods (i.e., greater than 1 year). The method can be applied to any system regardless of its topology (see [20] ). The present procedure is single-objective, but it can be expanded to include other objectives (e.g., minimization of the cost of energy or the cost of interruptions, and system upgrading) when optimizing the allocation of generation units.
Advantages and disadvantages of procedures based on the Monte Carlo method are well known: they are rather simple and can be usually based on advanced models; in turn, they usually require a high number of runs and consequently long CPU times. The application of parallel computing in this work has achieved a significant reduction of the simulation time.
The application of multicore environments is becoming a usual practice, and it is foreseen that large multicore systems will be soon available at an affordable cost. In addition, a similar procedure could be implemented in a larger computer cluster (i.e., using grid computing); so, a not-too long simulation time could be achieved without significantly increasing the cost. However, it is evident from the obtained results that the application of a conventional Monte Carlo method to very large distribution systems (i.e., with several thousands of nodes) to which several dozens of DG units are to be connected might not be carried out in an affordable time even if a large multicore installation (i.e., with several hundreds of cores) was used. This can be very obvious when a long-term evaluation is carried out.
The results derived from short-term evaluation show that the energy loss surface is very smooth near the global optimum. The most interesting conclusion is that a quasi-optimum value can be obtained by means of several combinations (i.e., different combinations of node location and rated power of PV generators). That is, values very close to the global minimum (with differences below 1%) can be reached by considering several results; these findings are the foundation of the refined Monte Carlo approach. Through the application of the 5% criterion, the number of runs needed with the conventional Monte Carlo method can be significantly reduced without loss of accuracy. The differences between the values derived from different load models are not negligible. This can be seen as a proof of the importance that accurate load models have for this and other studies.
The systematic approach presented in Section 5 can also provide accurate-enough solutions if only minimum energy losses have to be estimated. If the size and locations of the PV generators must be estimated with some accuracy, then the conventional Monte Carlo method should be considered.
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The application of the approaches based on the Monte Carlo method can also be applied to multifeeder distribution systems. Reference [20] proposes a divide-and-conquer approach that can speed up the calculations in multifeeder systems by using also parallel computing.
Some important conclusions are obtained from the comparison between results obtained in this chapter and those presented in [19] . Although the test system was the same in both studies, the results are different. As discussed above, there are several reasons: the energy losses to be minimized in the current study did not include substation losses; the model used for representing PV generation was different in both studies; and there were significant differences between the yearly curves used to represent the time variation of node loads.
It is important to keep in mind that the allocation of distributed generators in actual deregulated systems is not made following a sequential connection of generation units whose sizes are selected to minimize energy losses; in addition, the time at which each unit is connected to the system does not follow any specific pattern (i.e., it can be assumed random). In fact, the procedure implemented for this work can cope with any pattern of DG connections. On the other hand, the long-term evaluation has shown that the maximum reduction of energy losses is achieved by connecting the largest generation unit at the beginning of the period with little room for more energy loss reduction in subsequent years. Remember that for a radial feeder with a uniformly distributed load and an active power demand of 9 kW at every node, the optimum size of the first unit to be allocated should be more than 2000 kW. The usefulness of this study is in the insight it provides about the impact that the connection of PV generation can have on the system energy losses, that is, utilities can obtain from this or similar studies important information about the maximum loss reduction they should expect.
